WARNING

FAILURE TO FOLLOW THIS INSTRUCTIONS
MAY CAUSE FIRE HAZARDS

STAINLESS STEEL CA

STAINLESS STEEL
FUNNEL

ROCK WOOL INSULATION
(35 TO 40 Kg/m-3 DENSITY)

SEAL WITH POLYURETHANE
ADHESIVE SIKAFLEX T1T FC
TYPE OR SIMILAR

GALVANIZED FLASHING
(0.5 mm)

10" GALVANIZED FLUE

It is recommended that
inflammable elements closest
to the 10" flue be protected
with fibrocement or similar.

SHEET METAL SCREW/
1/2" X 8 (3 PER JOINT)

ROCK WOOL INSULATION
(35 TO 40 Kg/m-3 DENSITY)

MINIMUM 15 cm
(WITH PROTECTION)

> 6" STAINLESS STEEL FLUE
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0.8 mm BLACK STEEL
BACK PROTECTION

STAINLESS STEEL
CEILING PLATE

STAINLESS STEEL
TAPPING SCREW/
1"X 8

STAINLESS STEEL
TAPPING SCREW
1/2" X 8 (3 PER JOINT)

STAINLESS STEEL

> TAPPING SCREW

1/2" X 8 (3 PER JOINT)

It is recomendable
that a back protection
be placed on a wall
of inflamable material.

It is recommended
that a floor protection
be placed when the
floor it is made of

inflammable material.

CLEARANCES FROM WALLS OF INFLAMABLE
MATERIAL FOR FREE STANDING STOVES (cm)
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INSTALLATION MANUAL

DETAIL OF BACK
PROTECTION

INSTALLATION THROUGH A WALL

ROCK WOOL
INSULATION

(35 TO 40 Kg/m?3
DENSITY)

10" GALVANIZED
FLUE
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MAIN FLUE DOUBLE FLUE
15 cm (diameter) 25 cm (diameter)

STAINLESS STEEL CAP

STAINLESS STEEL
FUNNEL

SUPPORT

BRACKET
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STAINLESS STEEL

CEILING PLATE
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GALVANIZED FLASHING
OR SIMILAR
40 x 50 cm (0.5 mm)

STAINLESS STEEL
TAPPING SCREW
1"X 8

STAINLESS STEEL

KG TAPPING SCREW
o/ "X 8
)
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STAINLESS STEEL
CEILING PLATE

—> 6" STAINLESS
STEEL FLUE

MINIMUM 100 cm /

It is recomendable
that a back protection

, 0.8 mm BLACK STEEL
BACK PROTECTION

be placed on a wall
of inflamable material.

It is recommended
that a floor protection
be placed when the
floor it is made of
inflammable material.

WITH PROTECTION
WITHOUT PROTECCION
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